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Career Fire Fighter Dies After Roof Collapse Following Roof

Ventilation - lowa

SUMMARY

On September 14, 2002, a53-year-old male career
firefighter died after falling through aroof following
roof ventilation operationsa ahousefire. Thevictim,
who was not wearing a self-contained breathing
gpparatus(SCBA), wasobsarving another firefighter
whowaswearing an SCBA whilemaking ventilation
cuts. After making thelast cut, thevictim, who had
been covering hisfacewith hishands, told hispartner
that they had toleaveimmediately. Thefirefighters
retreated toward the aerial platform, but thevictim
stopped afew feet from the platform, saying hecould
not continue. Seconds later, the area of the roof
under thevictimfailed, and hefell through the roof
into the structure and thefire. Within minutesthe
interior attack crew found thevictim and, with the
help of theRapid Intervention Team (RIT), removed
him. Hewastransported to alocal hospital where
hewas pronounced dead.

NIOSH investigatorsconcluded that, to minimizethe
risk of amilar incidents, fire departmentsshould

* enforce existing standard operating
procedures (SOPs) for structural fire

Incident Ste

fighting, including the use of self-contained
breathing apparatus (SCBA), Incident
Command System, Truck Company
Operations, and Transfer of Command

ensure that the Incident Commander
evaluatesresourcerequirementsduring the
initial size-up and continuously evaluates
the risk versus benefit when determining
whether the operation will be offensive or
defensive

develop, implement and enforce SOPs
regarding vertical ventilation procedures

review dispatch/alarm response procedures
with appropriate personnel to ensure that
the processing of alarmsis completed in a
timely manner and that all appropriate units
respond according to existing SOPs

ensure that I ncident Command maintains
theroleof director of fireground operations
and does not become involved in fire-
fighting efforts

The FireFighter Fatality Investigation and Prevention
Program is conducted by the National Institute for
Occupational Safety and Health (NIOSH). The purpose of
the program isto determine factorsthat cause or contribute
to fire fighter deaths suffered in the line of duty.
Identification of causal and contributing factors enable
researchers and safety specialists to develop strategies for
preventing future similar incidents. The program does not
seek to determine fault or place blame on fire departments
or individua fire fighters. To request additional copies of
this report (specify the case number shown in the shield
above), other fatality investigation reports, or further
information, visit the Program Website at
www.cdc.gov/niosh/firehome.html
or cal toll free 1-800-35-NI OSH
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e ensure that adequate numbers of staff are
available to immediately respond to
emergency incidents

e consider using a thermal imaging camera
(TIC) as part of the exterior size-up

INTRODUCTION

On September 14, 2002, a53-year-old male career
firefighter died after falling through aroof following
roof ventilation operations at a house fire. On
September 17, 2002, the U.S. FireAdministration
(USFA) notified the National Institute for
Occupational Safety and Health (NIOSH) of this
incident. On October 16-17, 2002, three safety and
occupationd hedth specidistsfromtheNIOSH Fire
Fighter Fatality I nvestigation and Prevention Program
investigated theincident. NIOSH investigators met
with the Chief of the department, the International
Association of Fire Fighters (IAFF) representative,
and the State Fire Marshal. The NIOSH team
interviewed the Chief and thefirefightersdirectly
involvedintheincident. NIOSH investigatorstook
photographs of theincident siteand reviewed the
department standard operating procedures (SOPs),
picturesof theincident taken by thefire department,
training records of thevictim, reports of the State
FHreMarshd concerning theincident, and theautopsy
report.

Thiscareer department has 38 uniformed personnel
in two fire stations and serves a population of
approximately 23,000 in an areaof about 15 square
miles. They respond to 15-20 structure fires per
year. The department requires that new recruits
completeNFPA FireFighter Leve | training before
completing probation. Thevictim had 27 years of
experience asacareer firefighter and during this
time had taken numeroustraining coursesincluding
Ventilation, FireTactics, and Live-Fires. Hewas
certified asan NFPA Fire Fighter Level | and I1.

Thevictim hed performed verticd ventilation onmany
structurefiresprior tothisincident.

Structure. The structure was a 96-year-old, 2 %>
story wood-frame dwelling with balloon-frame
construction. Theroof wassteeply pitched and had
intersecting gablesconssting of 2- by 4-inchtimbers
covered with 1-inchwood planksand 4-5 layers of
agphdt shingles. Thebuildingwaslocated onacorner
lot on agrade. The second floor was accessed at
street level fromtherear. Thetop floor wasused for
storage and was accessed viaaninternal stairway.
No onewashomeat thetime of theincident.

According to the State Fire Marshal’ s Office and
the Fire Department, the origin and cause of thefire
wasfaulty eectrica wiringinaceiling fan between
thecelling of asecond-story room and thetop floor.

Apparatus. Additional unitsweredispatched after
thefatd event; however, only thosethat were directly
involved in the fatal event are discussed in the
investigation section of thisreport. They arelistedin
order of arrival onthescene:

* Rescue Squad—1 Fire Fighter/paramedic and
1 FireFighter (Rapid Intervention Team [RIT])

*  Engine1—Captain (Incident Commander [IC])
and 2 FireFighters

* Aerid Plaform Truck— FireFighter #1 and the
victim(driver)

* Engine 2 - Lieutenant and 1 Fire Fighter/
Emergency Medicd Technician

INVESTIGATION

On September 14, 2002, at 2230 hours, a call
was received by police dispatch reporting a
structure fire. At 2232 hours, the first fire
department apparatus (a Rescue Squad) arrived
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and parked on Side D (Diagram). At 2233 hours,
Engine 1 (E1) arrived and parked on Side D (a
grade). Per department SOPs, the officer on E1
assumed Incident Command (1C) and reported
smokeshowing under therafters. Thetwofirefighters
from the Rescue Squad wereassignedtobeaRIT.
Approximately 1 minutelater, anAerial Platform
Truck (thevictimwasdriving) arrived and parked
onSideD behind E1. Thevictimand FireFighter
#1 (FF#1) pulled hoselinesfrom Engine 1 for the
interior attack crew.

ThelCandafirefighter fromEldidaninterior Sze-
up to determinethelocation of thefireand if there
wereany occupants (therewerenone). Note: There
was no record of a formal transfer of command
during thistime. Because of the heat and smoke
encountered asthey tried to climb to thetop floor,
the crew had to back downthestairs. ThelC then
exited the structure and called for roof ventilation.
Theaerial crew acknowledged the command and
repositioned their truck to SideA to set up.

Engine2 (E2) arrived at 2242 hoursand parked on
SideD. Note: Accordingtowitnessesandtothe
fire department incident report, E2 was self-
dispatched and was not immediately dispatched
“in accordance with existing run assignments.”
A firefighter from the Rescue Squad (one of the
origina RIT) replaced thel C onthe second interior
attack crew and afirefighter from E2 became part
of theRIT. A secondinterior fireattack wasbegun
throughtherear (second floor) of thebuilding, which
initially wasrelatively free of smoke. Asthisattack
crew tried to climb the stairsto the top floor, they
too encountered heavy smoke and extreme heat,
causing them to back down the stairs to wait for
ventilation.

After positioning the aerial platform over the roof
reportedly “ asfar asitwould go,” thevictimand
FF#1, carrying only achain saw, exited the aerial

platform and walked approximately 15 feet to the
areatobeventilated. Note: FF#1 had donned his
self-contained breathing apparatus (SCBA) before
leaving the ground and, upon exiting the platform,
went on air due to heavy smoke. Although the
equipment was available on his truck, for
unknown reasons the victim did not don his
SCBA. At approximately 2253 hours (about 23
minutesafter initial dispatch), FF#1under direction
of thevictim, started cutting aholein theroof using
thechainsaw. After thelast cut, thevictimindicated
to FF#1, with someurgency, that they had to leave
immediately. Note: Presumably thiswas due to
the heavy smoke because FF#1 reported that the
smoke was thick, and the victim had been
covering hisfacewith hishandswhile ventilation
was being performed.

FF#1 quickly set downthe chain saw (whichfell off
theroof) to help hispartner. The cut sectionwasnot
removed from the roof. Asthe two firefighters
retregted toward theplatform, initidly withthevictim
inthelead, thevictim lagged behind and went down
on hisknees. FF#1 tried to assist the victim and
encouraged him to keep moving toward the aeria
platform, which wasapproximately 3 feet away, but
thevictim said he could not continue. Secondslater,
theroof under thevictimfailed, and hefell through
into the structure and the fire. Note: Videotape
evidenceindicatesthat thetimethat elapsed from
completion of the chain saw cuts to the time at
which fire self-vented out the hol e through which
the victim fell, was just over 1 minute. As the
victim fell through the roof, flames shot up and
scorched the edge of the aerial platform. At
approximately 2255 hours, FF#1 started yelling
something unintelligibleontheradio. Approximately
1 minutelater the |C and the interior attack crew
realized that FF#1 was saying that the victim had
fallenthrough (or off) theroof. FF#1 entered the
aerid platformand movedit to safety.
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Becausetheroof had self-ventilated, within 5 minutes
theinterior attack crew, which had remainedinsde
thestructure, was ableto find thevictim on thetop
floor and, with the help of the RIT, to remove him.
Thevictimwascarried to awaiting ambulance and
transported to alocal hospital where helater was
pronounced dead.

Thevictimwasontheroof for lessthan 7 minutes.
Hedid not fall through the hole cut by the saw but
rather through an areaof the roof between the cut
holeand the aeria platform. AccordingtotheFire
Department report, thisareapresumably failed due
to direct exposureto thefire below and theweight
of thevictimabove. Thevictimfell approximately
10feet.

CAUSE OFDEATH

Thecauseof death per theautopsy report wassmoke
inhalation, intra-alveolar hemorrhage, and carbon
monoxideintoxication (carboxyhemoglobinlevel,
30.3%).

RECOMMENDATIONS/DISCUSSION
Recommendation #1: Firedepartmentsshould
enforce existing standard operating procedures
(SOPs) for structural fire fighting, including
the use of self-contained breathing apparatus
(SCBA), Incident Command System, Truck
Company Operations, and Transfer of
Command.*®

SCBA: According to theInternational Fire Service
Training Association (IFSTA), “firefightersshould
never get on aroof wearing anything lessthan full
protective clothing, SCBA, andaPASSdevice. . .”
because of the possible presence of toxic products
of combustion. Thedepartment inthisincident has
an SOP stating that SCBASs “will be worn by all
personnel operating at emergency incidentsabove
ground, below ground, or inany other areawhichis
not, but which may become contaminated by products

of combustion or other hazardous substances.” For
unknown reasons, the victim was not wearing an
SCBA. Hispartner, who survived, waswearing an
SCBA and went on air before leaving the aerial
platform dueto heavy smoke conditions.

Thevictim had acarboxyhemoglobinleve of 30.3%.
Thetoxicity of carbon monoxide (CO) varieswith
thelength of exposure, the concentration, breathing
andheartrate. CO causestissuehypoxia(low oxygen
content) by preventing the blood from carrying
aufficient oxygen. CO combinesmuch morereedily
with the oxygen-carrying siteson the hemoglobin
moleculethanoxygenitsalf. Thecarboxyhemoglobin
thusformedisunavailableto carry oxygen. Toxicity
of CO varieswith the percent carboxyhemoglobin
intheblood. Reactionsto CO poisoning vary with
theindividua andincludeheadache, vertigo, difficulty
breathing, confusion, convulsions, and coma.
Carboxyhemoglobinlevel sgreater than 55% usudly
arefatal; 40% levelsare associated with collapse
and syncope (afaint); at 15% to 25% headacheand
nauseamay be present.

Incident Command System, Truck Company
Operations: Departmental SOPs on the Incident
Command System state that the | Cisresponsible
for giving ordersfor incoming apparatusregarding
staging locations. Thereisno record of thetruck
crew being given staging orders; however, SOPsfor
this department state that the truck company will
“prepareto ventilate” upon arrival at afire scene,
and will “ coordinate the method and timing of the
ventilation/rescuewiththelncident Commeander.” The
driver of theaerid platformtruck (thevictim) initidly
parked on agrade and, thus, was not prepared to
ventilate. Helater had to reposition thetruck to set
up, causing adelay of several minutes.

Transfer of command: NFPA 1561, 85.1.11 states
that “ standard operating proceduresshdl definethe
circumstances and procedures for transferring
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command to another on-scene officer/member and
shdl specify towhom command shdl betrandferred.”
The SOP for this department states that “when
transfer of command occurs, aformal declaration
shall be made over the radio identifying the unit
number of thenew IC.” At thisincident, therewas
no record of aformal/radio transfer of command
during thetimethel C wasinsdethe structure.

Recommendation #2: Firedepartmentsshould
ensurethat the Incident Commander evaluates
resource requirements during the initial size-
up and continuously evaluates the risk versus
benefit when determining whether the
operation will be offensive or defensive.”®

Discusson: Oneof themost important Size-up duties
of the first-in officers is locating the fire and
determining itsseverity. Thisinformation laysthe
foundation for theentire operation. It determinesthe
resource requirements (number of fire fighters,
amount of apparatus and equipment) needed to
control the blaze, assistsin determining the most
effective point of fireextinguishment attack, and the
mogt effectivemethod of venting heat and smoke. A
proper size-up beginsfrom themoment thealarmis
received, and it continuesuntil thefireisunder control.
Severd factorsmust be evaluated in conducting the
size-up, for example, type of structure and
construction, time of day, contents of the structure,
and potentia hazards.

The size-up must include continued assessment of
risk versus benefit during incident operations.
According to NFPA 1500 8A-6-2.1.1, “The
acceptable level of risk is directly related to the
potential to savelivesor property. Wherethereis
no potentia to savelives, therisk tofire department
members must be evaluated in proportion to the
ability to save property of value. Whenthereisno
ability tosavelivesor property, thereisnojudtification
to exposefiredepartment membersto any avoidable

risk, and defensivefire suppression operationsare
the appropriate strategy.” AsDunn (1992, p.291)
states“\When no other person’slifeisin danger, the
lifeof thefirefighter hasahigher priority thanfire
containment.”

Inthisincident, the building was unoccupied at the
timeof theincident.

Recommendation #3: Firedepartmentsshould
devel op, implement and enforce SOPsregarding
vertical ventilation procedures. o

Discussion: Thepurposeof vertica ventilationisto
alow thefireanditstoxic gases, and hest, to escape
into the atmosphere viathe most direct path out of
thestructure. 1dedlly, the openingismadedirectly
over thesedt of thefire. Inthisincident, theventilation
opening was made several feet from the seat of the
fire, and thevictim fell through aweakened areain
theroof between the ventilation cut and the aerial
platform. Atthetimeof thisincident, the department
did not have an SOPregarding vertical ventilation;
however, one has subsequently been devel oped.

Brannigan, in Building Construction for the Fire
Sarvice (p. 180), stressesthefoll owing caution about
working onroofs. “Itisnot safeto assumethat the
roof issatisfactory asaworking platformuntil definite
signsof collgpseareevident. Thebasicassumption
should bethat theroof isquestionable, until valid
informationtothecontrary isdetermined, elither from
theprefireplan or fireground observation. . . While
time-to-faillure cannot be accurately predicted, the
timethestructure hasbeen burning must figureinthe
fireground commander’sthinking . . . Oncethe
dructureitsdf isinvolvedinthefire, itisdeteriorating
inan unknown manner and rate.”

SOPsshouldinclude hedth and safety consderations
such astheneed for persona protective equipment,
as well as procedures for reading a roof and
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determining whereto locatethe ventilation opening.
IFSTA listsanumber of factorsthat the officer in
charge should consider when choosing asite for
ventilaion, including thefollowing:

Theseat of thefire

Roof construction typeand condition
Continuousobservation of theroof

Charged attack and protection linesready
Wind directionandintensity

Coordination with attack companies

Keeping track of elapsed timeinto theincident

Recommendation #4: Fire departmentsshould
review dispatch/alarm response procedureswith
appropriate personnel to ensure that the
processing of alarms is completed in a timely
manner and that all appropriate units respond
according to existing SOPs.%12

Discussion: NFPA 1221 86.3.1 states* the authority
having jurisdiction shall ensurethat the number of
telecommunicators needed to effect the prompt
receipt and processing of alarms shall meet the
requirementsof Section 6.4.” Section 6.4.2 states
“ninety-five percent of alarms shall be answered
within 15 seconds, and 99 percent of darmsshall be
answered within 40 seconds.” Section 6.4.3 states
“ninety-five percent of emergency dispatching shal
be completed within 60 seconds.” Section 6.4.5
sates” wheredarmsaretransferred from the public
safety answering point (PSAP), the transfer
procedure shall not exceed 30 seconds for 95
percent of al darmsprocessed.” Section 6.4.6 Sates
“in cases where the communications center isnot
the primary answering agency . . . for alarms, the
answering agency shall transfer alarmsasfollows:
(1) the alarm shall be transferred directly to the
telecommunicator; (2) the answering agency shall
remainonthelineuntil itiscertainthat thetransferis
effected; and (3) thetransfer procedure shdl beused
instead of relaying the information to the

communications center.” According to the
departmental SOP regarding Alarm Responses,
becausethiswasastructurefire, it required a“full
response” which included Engine 2 (Station 2).
Engine 2 was not immediately dispatched in
accordance with existing run assignments. The
origind emergency cal, which cameinthroughpolice
dispatch, was not transmitted to Station #2. Station
#2 personnel heard radio traffic about thefireand
self-dispatched, causingadelay inarrival (Engine2
arrived approximately 9 minutes after Engine 1).
Since this incident, the fire department has had
discussonswith theauthority havingjurisdiction over
telecommunicators. Asaresult of thesediscussons,
run assignment charts for dispatchers have been
reformatted. The new chartsindicatethe stations
that need to be notified, as opposed to particular
piecesof apparatus.

Recommendation #5: Firedepartmentsshould
ensure that Incident Command maintains the
role of director of fireground operations and
does not become involved in fire-fighting
efforts.413

Discussion: According to NFPA 1561, 84.1.1, “the
Incident Commander shall beresponsiblefor the
overall coordination and direction of dl activitiesat
anincident.” Inadditiontoconductinganinitid Sze-
up, Incident Command must maintain acommand
post outside of the structureto assgn companiesand
delegatefunctions, and continua ly evauatetherisk
versusgain of continued firefighting efforts. To
effectively coordinate and direct fire-fighting
operationsonthe sceng, itisessentia that adequate
staff areavailablefor immediate responseto ensure
that the Incident Commander is not required to
becomeinvolvedinfire-fighting efforts.

Recommendation #6: Fire departments
should ensurethat adequate numbers of staff
are available to immediately respond to
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emergency incidents. They should consider
doing only defensive operations until sufficient
resources are on the scene. !4

Discussion: For “low-hazard occupancies’ (e.g., 1-
, 2-, or 3- family dwellings), the NFPA recommends
thefollowing initial attack response: “ At least two
pumpers, 1 ladder truck (or combination apparatus
with equivaent cgpabilities), 1 chief officer, and other
specialized apparatus as may be needed or
available; not fewer than 12 firefightersand 1 chief
officer (p. 10-34).”

NFPA 1710 § 5.2.2 recommendsthat aminimum
acceptablefirecompany saffing level should befour
membersresponding on or arriving with each engine
and each ladder company responding to thistype of
low-hazard fire. NFPA 1710 85.2.1.1 states the
following: “ On-duty fire suppression personnd shal
be comprised of the numbers necessary for fire-
fighting performancerelativeto the expected fire-
fighting conditions. These numbers shall be
determined through task analyses that take the
following factorsinto consderation:

(2) Life hazard to the popul ace protected

(2) Provisions of safe and effective fire-fighting
performance conditionsfor thefirefighters

(3) Potentia property loss

(4) Nature, configuration, hazards, and internal
protection of the propertiesinvolved

(5) Types of fireground tactics and evolutions
employed as standard procedure, type of apparatus
used, and results expected to be obtained at thefire
scene.”

Recommendation #7: Fire departmentsshould
consider using athermal imaging camera (TI1C)
as part of the exterior size-up.*®

Discussion: Inrecent years, therma imaging cameras
(TICs) areused morefregquently by thefireservice
for exterior size-up to locatethe sourceaswell as

thehottest part of thefireand for search and rescue
tolocatevictims. Thisknowledge, inturn, may help
firefightersdeterminethe safest pproach and areas
of the structureto avoid. Ceilingsand floors, for
example, that have become weakened by fireand
arethreatening to collapse may be spotted with a
TIC. Inthisincident, theexact location of thefireon
thetop floor wasunknown. A TIC could possibly
have been used to identify the seat of thefireand,
thus, theoptimal areafor vertical ventilation.
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